Water Bacteriological Analysis

1355 Pacific Place
Suite 101
Ferndale, WA 28248

Phone: (360) 733-1205
Fax: (888) 818-2078
Email: lab@exactsciantific.com

|
! 174 57721
!
Sample: 1585 Stephen St. -~ Invoice Number: 23-15069
Client: King Water Company PO Number:
PO Box 2243 Project Name: DW |
Oak Harbor, WA 98277 Report Date: 8/25/2023
Phone: (360) 914-1395 g 4/ /
Email: jeremy@kingwater.com Approved By: N {/n Aty
|
Sample Information
Date Collected: 8/24/2023 Date Received: 8/24/2023
Sample Collected by: Jeremy Source Number: (
Sample Purpose: Routine Compliance
Sample Type: Post Treatment/Finished Water Sample Chlorine Res: 0.66
Sample Composition: Coliform Samples
Sample Collection: Flowing
Suitability: Yes
System Number: 74000 System Name: ROLLING HILLS-GLENCAIRN
Lab #: 57721 Sample: 1585 Stephen St.
Analyte Results Units Detection Limit Method Analyst Date Analyzed
TOTAL COLIFORM Satisfactory /100mi 1 SM_9223B ER 8/25/2023
E. COLI Absent /100mi 1 SM_5223B ER 8/25/2023 -

ND = Not detected above the listed detection limit
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ROLLINGHILLS GLEN CAIRN

Repor June
island County

2023

SourctSO 3, SO4 & SO 5

ID# 74000 F
Hypochlorite Solution Strength
LIQUID HYPOCHLORITE 12.5%

BLANKS REPRESENT TEST NOT TA

LBS. OF AVAILABLE CHLORINE PER GALLON OF $OLUTION

0.42
| QUANTITY OF WATER TREATED ]
WELL#1R  WELL #4 WELL #3
DATE SO 4 SO 5 SO 3 TOTAL
READING READING READING METERS
Gals Gals Gals

26 0 39221400 7996273 47217673
1 0 0 0 0
2 0 39455600 8253552 47709152
3 0 0 0 0
4 0 0 0 0
5 0 39546700 8350509 47897209
6 0 0 0 0
7 0 0 0 0
8 0 0 0 0
9 0 39750000 8468768 48218768
10 0 0 0 0
11 0 0 0 0
12 0 0 0 0
13 0 39882000 8578387 48460387
14 0 39905400 8608063 48513463
15 0 0 0 0
16 0 39957700 8693832 48651532
17 0 0 0 0
18 0 0 0 0
19 0 40036100 8791184 48827284
20 0 0 0 0
21 0 0 0 0
22 0 40122100 8881762 49003862
23 0 40179200 8920373 49099573
24 0 0 0 0
25 0 0 0 0
26 0 0 0 0
27 0 0 0 0
28 0 40343400 8926274 49269674
29 0 0 0 0
30 0 40401300 9198489 49599789
31 0 0 0 0
Monthly production 2,382,116
Average daily use 68,060
Average use per home (416) 164

Volume

0
491,479

321,559
0

0

0
241,619
53,076
0
138,069
0

0
175,752
0

0
176,578
95,711
0

0

0

0
170,101
0
330,115
0

2,382,116

[ Chiorine ]

Tank

50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50
50

s

3%

EN

Gal. High Low

Used

3 1141 0.21
7 059 0.21
5 071 0.23
0
0
12 063 0.19
3 073 011
5 0B8 0.13
6 0_|7‘I 0.21
7 083 0.1
0 |
o
0
16  0.54 0.01
5 07 047
8 |
9 O.LSG 0.25
e
0 .
9 1.7 0.4
0
0
8 1 0.3
5 0F2 025
0
0
0
0
22 0.2 0.01
0
7 0.2
0
|
Backwash
|
Backwash %

Backwash

#VALUE!

#VALUE!



ROLLINGHILLS GLEN CAIRN ID# 74000 F
Repor July 2023 Hypochlorite Solution Strength
Island County LIQUID HYPOCHLORITE 12.5%
SourceSO 3, S04 & SO 5

LBS. OF AVAILABLE CHLORINE PER GALLON OF SOLUTION
0.42

| QUANTITY OF WATER TREATED B} -
WELL#1R  WELL#4  WELL #3 [_Chlorine |
DATE S04 SO 5 SO 3 TOTAL Volume Tank Gal.
READING READING READING METERS Used
Gals Gals Gals
30 0 40401300 90198489 49599789 50 7
1 0 0 0 0 0 50 0
2 0 0 0 0 0 50 0
3 0 40509100 9327819 49836919 237,130 50 0
4 0 0 0 0 0 50 0
5 0 0 0 0 0 50 0
6 0 40608400 9327819 49936219 99,300 50 125
7 0 40667000 9516717 50183717 247,498 50 55
8 0 0 0 0 0 50 0
9 0 0 0 0 0 50 0
10 0 40741400 9671740 50413140 229423 50 13
11 0 0 0 0 0 50 0
12 0 0 0 0 0 50 0
13 0 0 0 0 0 50 0
14 0 40909200 9671740 50580940 167,800 50 13
15 0 0 0 0 0 50 0
16 0 0 0 0 0 50 0
17 0 0 0 0 0 50 0
18 0 41044700 9973483 51018183 437,243 50 15
19 0 0 0 0 0 50 0
20 0 41159300 10011364 51170664 152481 50 0
21 0 41186200 10025015 51211215 40,551 50 3
22 0 0 0 0 0 50 0
23 0 0 0 0 0 50 0
24 0 41374200 10097686 51471886 260671 50 17
25 0 0 0 0 0 650 0
26 0 41432600 10160211 51592811 120,925 50 8
27 0 0 0 0 0 50 0
28 0 41519600 10203405 51723005 130,194 50 11
29 0 0 0 0 0 50 0
30 0 0 0 0 0 50 0
31 0 0 0 0 0 50 0
2,123,216

Monthly production 2,123,216

Average daily use 73,214

Average use per home (416) 176

BLANKS REPRESENT TEST NOT TAKEN

_33%
High Low
0.2
0,01 0.01
027 0.01
0.29 0.01
04 0.09
0.01 0.01
0.02 0.01
0.3 0.1
0.1 0.01
0.1
01 0.01
0.53
Backwash
Backwash %

Backwash

#VALUE!

#VALUE!



ROLLINGHILLS GLEN CAIRN ID# 74000 F

Repor  August 2023 Hypochlorite Solution Strength 38%_
Island County LIQUID HYPOCHLORITE 12.5%
SourceSO 3, S04 & SO 5 BLANKS REPRESENT TEST NOT TAKEN

LBS. OF AVAILABLE CHLORINE PER GALLON OF SOLUTION I
0.42 ;

[ QUANTITY OF WATER TREATED | !
WELL#1R  WELL#4  WELL#3 | Chlorine J
DATE SO 4 SO 5 SO 3 TOTAL Volume Tank Gal. High Low
READING READING READING METERS Used
Gals Gals Gals
28 0 41519600 10203405 51723005 50 11 053
1 0 0 0 0 0 50 0 i
2 0 41695400 10421057 52116457 393452 50 16 001 0.01
3 0 0 0 0 0 50 0
4 0 41783000 10477906 52260906 144,449 50 9 027 001
5 0 0 0 0 0 50 0 ;
6 0 0 0 0 0 50 0 |
7 0 41889300 10563240 52452540 191,634 50 14 0,P7 0.09
8 0 0 0 0 0 50 0 i
9 0 41942180 10579300 52521480 68,940 50 8 042 0.1
10 0 0 0 0 0 50 0
11 0 42015600 10672592 52688192 166,712 50 10 051 0.17
12 0 0 0 0 0 50 0
13 0 0 0 0 0 50 0
14 0 42130900 10778083 52908983 220,791 50 16 0.67 025
15 0 0 0 0 0 50 0
16 0 42197900 10855515 53053415 144432 50 12 069 0.31
17 0 0 0 0 0 50 0
18 0 42297700 10909011 53206711 153,296 50 113 O.(S 0.42
19 0 0 0 0 0 50 0
20 0 0 0 0 0 50 0
21 0 0 0 0 0 50 0
22 0 42405400 11076810 53482210 275499 50 18 0.7 0.51
23 0 0 0 0 0 50 0
24 0 0 0 0 0 50 0
25 0 0 0 0 0 50 0
26 0 0 0 0 0 50 0
27 0 0 0 0 0 50 0
28 0 42617500 11264173 53881673 399,463 50 23 0.15 0.01
29 0 0 0 0 0 50 0
30 0 42674400 11303330 53977730 96,057 50 8 017 001
31 0 0 0 0 0 50 0
2,254,725
Monthly production 2,254,725
Average daily use €8,325 Backwash
Average use per home (416) 164
Backwash %

Backwash

#VALUE!

#VALUE!



